Introduction
Refrigerated vending machines consume a significant amount of energy to supply cold products. Measurements at the National Renewable Energy Laboratory (NREL) have shown that a typical machine that dispenses 500 12-oz cans with an illuminated front consumes between 7 and 11 kWh/day in an office environment. Measurements by other groups show similar results; for example, a study for the Sacramento Municipal Utility District (SMUD) reported energy consumption of 8 to 13 kWh/day [1] . For comparison, new Energy Star® certified residential refrigerators use 1-2 kWh/day [2] . One reason for the high-energy use is that the manufacturers and owners of the vending machines generally do not pay for the energy to run the machines; therefore, they have little incentive to improve the energy efficiency of the machines. The building owners, who pay the utility bills, have little choice in the type of vending machine that is deployed at their site.
As a building owner, NREL also has little control over the vending machines deployed at its site. However, NREL staff, as part of Sustainable NREL, an initiative to improve the overall energy and environmental performance of the lab, decided they could control how those machines were used. As part of this effort, the cold-drink vending machines across the lab were analyzed for potential energy saving opportunities. This report details the monitoring and the analysis of two energy conservation measures (ECMs) applied to the cold-drink vending machines. The first ECM was to utilize a load-managing device designed for vending machines and the second was to simply remove the advertising lights in the front of the machine. The load-managing device was also studied to determine if it had any adverse effects on the operation of the vending machines or on the temperature of the delivered product.
There are sixteen cold-drink vending machines on the NREL campus. Both ECMs were only applied to fifteen of these machines. One machine was only delamped because it is in an area that is continuously occupied and the load-managing device would produce very little savings. The details of the machines are listed in Appendix A. Measurements were only taken on ten of the machines and the savings for the others were estimated based on the measured data.
There may be a concern that delamping the advertising light fixtures might reduce the amount of product sold because people will think the machines are not in service. However, consumers in an office environment with no other beverage choices are a captive audience, and they quickly learn that the machines are always in service. In order to educate the occupants and ensure them that the machines were still in service, signs indicating that the lights were turned off to save energy were placed on the machines when they were first delamped. Additionally, the beverage vending company was consulted prior to delamping the machines.
Energy Star® Rating
An effort to create an Energy Star standard for rating vending machine energy performance [3] , which is hoped to improve the average energy performance, is underway. The initial draft of this standard states that Energy Star qualifying models shall consume a quantity of energy in a 24-hr period equal to or less than the value obtained from the equation shown below:
Where Y is the 24-hr energy consumption (kWh/day) and C is the machine product capacity expressed as the maximum number of equivalent 12 oz (355 ml) cans the machine can hold. This would require that a 500-can capacity machine consume no more than 7.2 kWh/day. A 600-can and an 800-can capacity machine may consume no more than 7.7 kWh/day and 8.7 kWh/day respectively. This draft of the standard is not very stringent and will likely be revised.
Load-Managing Device
The load-managing device tested in this study uses a passive infrared occupancy sensor to turn off the vending machine when the surrounding area is unoccupied and turn it back on when the area is reoccupied. The load manager also monitors the ambient temperature while the vending machine is off, and it powers up the machine when required to ensure that the product stays cold. In addition, the load manager monitors electrical current used by the vending machine so that it is not shut off while the compressor is running to prevent a high head pressure start from occurring. This process reduces maintenance costs and extends the life of the vending machine by significantly reducing the number of compressor cycles.
There have been numerous studies on the performance of this particular load-managing device for vending machines [4] . Most of the studies focus on simple energy savings estimations, which vary between 24% and 76%. One detailed study focused on the electrical demand savings potential of the device [1] . This study estimated a peak demand reduction of 22 W per installation in an office environment. This small reduction can be explained by the fact that the vending machines are often located in occupied areas during the peak demand periods, and therefore, there is little savings produced by the load manager. This study also estimated an average annual energy savings of 37% for applications across different building types. Finally, an independent evaluation of the load manager was completed for the manufacturer [5] . The product was found to have very good to excellent integrity, manufacturing, and serviceability. In an unoccupied 90°F test chamber, the load manager was found to reduce energy consumption by 48% and did not adversely affect the product temperature. In addition, the report concluded that the reduced cycling of the compressor and condenser fan would increase the life of the vending machine.
Experimental Approach
Two existing protocols for rating vending machine performance are ASHRAE Standard 32.1-1997 [6] and CAN/CSA-C804-96 [7] . These two methods are very similar and are designed to test the machines in tightly controlled conditions for performance rating. They are not meant for testing machines under actual operating conditions. A new method of testing the performance of the machines was devised for two levels of information. The details of the testing procedures are found in Appendix B.
The purpose of the first test was to determine the total energy consumption of the vending machines with and without applying the ECMs. This was done by measuring the energy consumption over the period of one week for each condition using a portable plug-in, watt-hour meter. Three different operating conditions were measured: without the load manager, which established a base case; with the load manager; and with the load manager and the internal advertising lights removed. The internal advertising lights consist of two T-12 50-W fluorescent bulbs. The average ambient temperature during the test periods was also recorded. In four of the vending machines, the advertising lighting had already been removed so all the measurements were conducted with the lights off. The average power consumed with the lights on was estimated based on measurements from similar machines. Machines 11 to 16 were not monitored and the results were estimated based on the measurements of similar models.
The second testing procedure was performed to gain a better understanding of how the load-managing device saves energy and affects product temperatures. This test consisted of instantaneous current readings at one-minute intervals and room air temperature and machine internal temperature measurements at 15-minute increments. This test was performed on the number one and two vending machines listed in the tables in Appendix A, which were already delamped from the first test. It is expected that the other machines will respond in a similar fashion.
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Analysis
The results of the energy data taken for the three different cases are found in Figure 1 and Appendix A. Figure 1 compares the average power consumed by each machine over a one-week period under the three test conditions: baseline, load manager, and load manager plus delamping. The values for machines 11-15 are all estimated and are represented by machine 11 in Figure 1 . On average, each vending machine consumes approximately 8.3 kWh/day when operating under baseline conditions, 5.6 kWh/day when operating with the load manager alone, and 3.7 kWh/day when operating with the load manager while delamped. The measured minimum, maximum, and average energy savings for the two test cases and the estimated savings for delamping alone are shown in Table 1 . This first testing procedure shows that the load manager alone produced an average energy savings of 33%, and disconnecting the advertising lamps with the load manager can save approximately 56% of the energy. Assuming that the power of the advertising lamps is 100 W, the average energy savings from just delamping the machines is approximately 29%.
The energy savings achieved by the load manager in other applications will depend on the vending machine, the ambient conditions, and the occupancy patterns. The occupancy schedule for the office environment in these tests is typically 10-12 hours, five days a week plus occasional occupancy at night and on weekends by cleaning and security personnel. The second level of testing was performed on two machines (#1 and #2 from Figure 1 ) with and without the load manager and no advertising lights for either test case. These machines are located side-by-side in a break room that has frequent occupation throughout the day. The test revealed some interesting information about how the load manager affects vending machine operation and product temperatures. A look at the current profiles in Figures 2 and 3 for one day during each testing period shows how the load manager affects the operation. The test conditions were not identical for each period as the quantity of the product changed slightly and the room air temperatures were slightly different. The average room temperatures for the two tests were 74.5°F for 10/23/02 and 73.0°F for 10/30/02. The temperature variation represents about 4% of the temperature difference from the room air to the product.
The top graph of Figure 2 shows that vending machine #1 never shuts off completely without the load manager. It draws a 1 A current between compressor cycles, probably for condenser fan operation. The load manager turns the machine off during unoccupied periods as shown in the bottom graph in Figure 2 . This represents about an 8% energy savings. The load manager also reduces the frequency of the compressor cycles during unoccupied periods, which produces a 21% energy savings. Figure 3 shows the current profile for vending machine #2 with and without the use of the load-managing device. This machine uses less energy than #1 (as shown in Figure 1 ) and has more frequent and shorter compressor cycles. There is also no current draw between compressor cycles. The use of the load manager produces fewer and longer compressor on cycles at night. The savings for the one-day shown in Figure 3 is approximately 8%. A temperature sensor was placed inside the vending machines in the center next to the product to obtain temperature readings from within the machine. Table 2 shows the maximum, minimum, and average internal temperature for vending machine #1 during the weeklong testing periods. The use of the load manager has a negligible effect on the product temperature. In fact, the average internal temperature with the load manager was slightly lower than without the load manager; however, the average room temperature was also slightly cooler during the period with the load manager. For a closer look at the load manager's effect on product temperature, an interior temperature profile for vending machine #1 over one full weekday was recorded as seen in Figure 4 . The temperature profiles were taken during a different testing period than the current profiles shown in Figure 2 . The decrease in the frequency of temperature fluctuations with the use of the load manager was caused by fewer and longer compressor cycles with the load manager. 
Expected Savings
For the vending machines tested in this study, the load manager reduced the energy consumption by an average of 33%. Disconnecting the advertising lamps along with the load manager reduced the energy consumption by 55%. The estimated annual energy savings of the three ECMs applied to the 15 machines at NREL are 14.8 MWh for the load manager, 13.2 MWh for delamping, and 25.2 MWh for the load manager and delamping. The actual energy savings is the latter number because all the machines have a load manager and are delamped.
The energy cost savings is more difficult to determine because it is related to the reduction in the energy used and the reduction in the electrical demand. All of the vending machine studies, except one reviewed by the authors that included cost savings analysis, used a fixed energy cost rate for the cost savings estimates. Most commercial buildings have a utility rate structure based on a demand charge and a low energy cost rate. The reduction in the peak demand is very difficult to determine because it depends on the coincidence of the electrical loads. The areas of the vending machines are normally occupied during business hours; therefore, very little, if any, demand reduction will be attributed to the load managers. The SMUD study reported only a 22 W demand savings per machine with the load manager during normal business hours for offices; however, there were significant demand savings during nonoccupied hours [1] . One of the 17 machines in this study was delamped, which represents about one fourth of the 22 W demand savings. The following assumptions were made to estimate the energy cost savings:
1. Vending machines with no ECMs applied contribute 2/3 of the average power consumption per machine to the building peak demand. This is estimated from the SMUD study for vending machines in offices.
2. Load managers on vending machines in areas that are normally occupied during business hours do not contribute to building peak demand reduction during this time period (i.e., the demand charge is calculated as in assumption #1). This applies to all vending machines.
3. Load managers reduce the building peak demand calculated under assumption #1 in half during unoccupied times (i.e., the peak demand is 1/3 of the average power consumption). This reduction is only relevant to the machines at the STM site, which has a nighttime demand charge.
4. Delamping a vending machine provides a constant 100 W reduction in power consumption compared to the baseline case.
5. The average power consumption of the vending machines was taken as that measured over a oneweek period with the plug-in watt-hour meter.
The annual energy cost savings by kWh, demand, and total for each of the ECMs is shown in Table 3 for all the vending machines. The use of the load manager and delamping saves approximately $635 per year. Delamping the machines saves more money than using the load manager alone because of the savings in the demand charges. These savings are due to the assumption that the load manager will not reduce the daytime demand charges. The demand cost savings for the load manager are only due to the reduction of the nighttime demand charge for the STM site. A simple payback analysis of the load managers is shown in Figure 5 . This graph uses only the initial purchase cost of the load managers and not the installation costs. In addition, no inflation of the energy cost or discount rate was taken into account. This analysis estimates that it will take approximately six years for the load managers to pay for themselves if they are used with no delamping. This payback period is longer than reported in other studies of this load manager due to the relatively low electrical energy costs.
Another method of calculating the energy cost savings is to use the virtual rate, which is equal to the total electric charge divided by the total kWh's used. The virtual rate for the STM site is $0.045/kWh and the NWTC site is $0.051/kWh. Using the virtual rate, the load managers would produce about a $600/year savings with a simple payback of less than four years. 
Conclusions
Based on the tests performed on the various NREL cold-drink machines the following general conclusions were made:
• Typical illuminated-front cold-drink vending machines consume 7-11 kWh/day.
• Over half of the energy consumed can be saved by using the load manager and delamping the advertising lights.
• The advertising lighting uses old technology, which is very inefficient, and it should be disabled where appropriate or replaced with more efficient lighting.
The tests performed on the NREL vending machines shows that a significant amount of energy can be saved by implementing conservation techniques such as delamping and using vending machine load managers. These two methods combined can save NREL over 25 MWh of electricity and approximately 56% in cold-drink machine operating costs. In the long run, these techniques will save money spent on electricity and aid in the sustainability of NREL. 
